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References:  (a) NSTM Chapter 079, Volume 2

             (b) OPNAVINST 3120.32C, Equipment Tagout Bill
Maintenance Man                 __________________________

Supervisor                      __________________________

Commanding Officer’s Permission:__________________________

Commanding Officer’s permission required if double isolation cannot be assured.  Install blank flange if at all possible.
Initials

_______System design and isolation confirmed correct, according to

 ship’s plans, Ship’s Information Book, etc.

______Work will be performed only during normal working hours;

 not after dark, unless C.O. grants specific approval.

______Dewatering equipment available.  Main or secondary drainage

 eductor is ready for operation.  Portable eductor or

 submersible pump staged (if required).

______Plugging and patching DC equipment staged.

______On-scene supervisor is required to remain on station

 whenever system is open to single-valve protection. 

______System tagged out.  If possible, install blank flange.

______Verify the isolation holds by opening vent or other drain

 path; prior to opening the system.

______Name of on-site supervisor: _______________________
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SINGLE VALVE TO SEA CHECKLIST
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